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1.0 EXECUTIVE SUMMARY 
This Energy Efficient Partnership Service is provided to local government facilities  as a portion 
of the state’s Schools/ Local Government Energy Management Program; a program sponsored 
by the State Energy Conservation Office (SECO), a division of the State of Texas Comptroller of 
Public Accounts.   

 

 

 

 

The service assists these public, non-profit institutions to take basic steps towards energy 
efficient facility operation.  Active involvement in the partnership from the entire 
administration and staff within the agencies and institutions is critical in developing a 
customized blueprint for energy efficiency for their facilities. 

In July 2008, SECO received a request for technical assistance from Jan Belcher, City Manager 
for the City of Tomball.  SECO responded by sending ESA Energy Systems Associates, Inc., a 
registered professional engineering firm, to prepare this preliminary report for the municipality.  
This report is intended to provide support for the local government as it determines the most 
appropriate path for facility renovation, especially as it pertains to the energy consuming 
systems around the facility.  It is our opinion that significant decreases in annual energy costs, 
as well as major maintenance cost reductions, can be achieved through the efficiency 
recommendations provided herein.   

This study has focused on energy efficiency and systems operations.  To that end, an analysis of 
the utility usage and costs for City of Tomball was completed by ESA Energy Systems 
Associates, Inc., (hereafter known as Engineer) to determine the annual energy cost index (ECI) 
and energy use index (EUI) for each campus or facility.  A complete listing of the Base Year 
Utility Costs and Consumption is provided in Section 3.0 of this report. 

Following the utility analysis and a preliminary consultation with Mr. David Kauffman, Director 
of Public Works, a walk-through energy analysis was conducted throughout City.  Specific 
findings of this survey and the resulting recommendations for both operation and maintenance 
procedures and cost-effective energy retrofit installations are identified in Section 6.0 of this 
report. 

We estimate that as much as $16,270 may be saved annually if all recommended projects are 
implemented.  The estimated installed cost of these projects should total approximately 
$68,380, yielding an average simple payback of 4-1/4 years.   

  

Program Administrator: Stephen Ross 
Phone:    512-463-1770 
Address:   State Energy Conservation Office 
    LBJ State Office Building 
    111 E. 17th Street 
    Austin, Texas  78774 
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SUMMARY: 
IMPLEMENTATION 

COST 
ESTIMATED SAVINGS 

SIMPLE PAYBACK 
(yrs) 

Lighting System M&O 
#2 – Public Works 

$- $300 instantaneous 

Lighting System M&O 
#2 – Fire Station #2 

$- $400 instantaneous 

HVAC ECRM #1 –
Community Center 

$400 $400 1 

HVAC ECRM #2 – 
Community Center 

$46,000 $5,750 8 

Lighting ECRM #1 – City 
Hall 

$12,000 $2,500 5 

Lighting ECRM #1 – 
Community Center 

$2,500 $500 5 

Lighting ECRM #1 – Fire 
Station #1 

$2,500 $1,000 2-1/2 

Lighting ECRM #2 – City 
Hall & Community 
Center 

$180 $360 1/2 

Lighting ECRM #3 – 
Public Works 

$400 $160 2-1/2 

Lighting ECRM #4 – 
Public Works 

$300 $300 1 

Lighting ECRM #5 – Fire 
Station #1 

$1,600 $1,600 1 

Lighting ECRM #5 – Fire 
Station #2 

$2,500 $3,000 1 

TOTAL PROJECTS $68,380 $16,270 4-1/4 
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The total utility cost for the City of Tomball (the four buildings evaluated for this assessment) 
from May 2009 to April 2010 was $165,751.  The projected savings of $16,270 would represent 
a decrease in utility expenditures for the municipality of 9.8%.  Although additional savings 
from reduced maintenance expenses are anticipated, these savings projections are not included 
in the estimates provided above.  As a result, the actual Return of Investment (ROI), for this 
retrofit program has been calculated and shown in Section 7.0 of this report. 

Our final “summary” comment is that SECO views the completion and presentation of this 
report as a beginning, rather than an end, of our relationship with City of Tomball.  We hope to 
be ongoing partners in assisting you to implement the recommendations listed in this report.  
Please call us if you have further questions or comments regarding your Energy Management 
Issues. 

 

 

 

 

                      *ESA Energy Systems Associates, Inc.     James W. Brown    (512) 258-0547 
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2.0 ENERGY ASSESSMENT PROCEDURE 
Involvement in this on-site analysis program was initiated through completion of a Preliminary 
Energy Assessment Service Agreement.  This PEASA serves as the agreement to form a 
"partnership" between the client and the State Energy Conservation Office (SECO) for the 
purposes of energy costs and consumption reduction within owned and operated facilities.  
After receipt of the PEASA, an initial visit was conducted by the professional engineering firm 
contracted by SECO to provide service within that area of the state to review the program 
elements that SECO provides to local governments and determine which elements could best 
benefit the municipality.  A summary of the Partner’s most recent twelve months of utility bills 
was provided to the engineer for the preliminary assessment of the Energy Performance 
Indicators.  After reviewing the utility bill data analysis and consultation with SECO to 
determine the program elements to be provided to City of Tomball, ESA returned to the 
facilities to perform the following tasks: 

1. Design and monitor customized procedures to control run times of energy consuming 
systems. 

2. Analyze systems for code and standard compliance in areas such as cooling system 
refrigerants used, outside air quantity, and lighting illumination levels. 

3. Develop an accurate definition of system and equipment replacement projects along 
with installation cost estimates, estimated energy and cost savings and analyses for 
each recommended project. 

4. Develop a prioritized schedule for replacement projects. 
5. Assist in development of guidelines for efficiency levels of future equipment purchases. 
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3.0  ENERGY PERFORMANCE INDICATORS 
In order to easily assess the Partner’s energy utilization and current level of efficiency, there are 
two key "Energy Performance Indicators" calculated within this report.   

 

 1.  Energy Utilization Index 
 The Energy Utilization Index (EUI) depicts the total annual energy consumption per 
 square foot of building space, and is expressed in "British Thermal Units" (BTUs).   

 To calculate the EUI, the consumption of electricity and gas are first converted to 
 equivalent BTU consumption via the following formulas: 

  ELECTRICITY Usage 

  [Total KWH /yr] x [ 3413 BTUs/KWH] =  __________ BTUs / yr 

  NATURAL GAS Usage 

  [Total MCF/yr ] x [1,030,000 BTUs/MCF] = ________ BTUs / yr 

After adding the BTU consumption of each fuel, the total BTUs are then divided by the 
building area. 

  EUI = [ Electricity BTUs + Gas BTUs] divided by [Total square feet] 

 

 2.  Energy Cost Index 
 The Energy Cost Index (ECI) depicts the total annual energy cost per square foot of 
 building space.    

 To calculate the ECI, the annual costs of electricity and gas are totaled and divided by 
 the total square footage of the facility: 

  ECI = [ Electricity Cost + Gas Cost ] divided by [ Total square feet ] 

 These indicators may be used to compare the facility's current cost and usage to past 
 years, or to other similar facilities in the area.  Although the comparisons will not 
 provide specific reasons for unusual operation, they serve as indicators that problems 
 may exist within the energy consuming systems. 
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THE CURRENT ENERGY PERFORMANCE INDICATORS FOR: 

City of Tomball 

 

 
The electricity and gas consumption charts for the City of Tomball facilities are as follows: 
 

Facility Energy Utilization Index     
(EUI) BTUs/sf-yr 

Energy Cost Index (ECI) 
$/sf-yr 

City Hall 
5/2009 – 4/2010 

95,278 $2.85 

 Public Works 
5/2009 – 4/2010 

103,427 $3.11 

 Community Center 
5/2009 – 4/2010 

47,882 $1.75 

Fire Station #1 
5/2009 – 4/2010 

40,989 $1.36 

Fire Station #2 
6/2009 – 5/2010 

50,266 $1.62 

Average of All Facilities 76,624 $2.37 
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OWNER: City of Tomball BUILDING: City Hall

ELECTRIC   NAT'L GAS / FUEL
DEMAND TOTAL of ALL

MONTH YEAR CONSUMPTION METERED CHARGED COST OF ELECTRICAL CONSUMPTION COSTS
KWH KW/KVA KW/KVA DEMAND COSTS ($) (MCF) ($)

All E
lec

tric
 Fa

cil
ity

JANUARY 2010 46,320 105 105 $773 $4,780
FEBRUARY 2010 35,880 86 86 $717 $3,829
MARCH 2010 37,800 110 110 $763 $4,040
APRIL 2010 44,360 116 116 $787 $4,625
MAY 2009 60,828 172 172 $921 $6,165
JUNE 2009 60,828 172 172 $921 $6,165
JULY 2009 81,104 172 172 $961 $7,938
AUGUST 2009 66,400 170 170 $928 $6,648
SEPTEMBER 2009 65,840 154 154 $899 $6,571
OCTOBER 2009 54,640 140 140 $851 $5,566
NOVEMBER 2009 41,840 128 128 $789 $4,409
DECEMBER 2009 43,080 98 98 $749 $4,475
TOTAL 638,920 1,623 1,623 $10,059 $65,211 0 $0

Energy Use Index =
Annual Total Energy Cost = $65,211 Per Year Total Site BTU's/yr 95,278 BTU/s.f.yr

Total Area (sq.ft.)
Total KWH x 0.003413 = 2,180.63 x 106  
Total MCF x 1.03 = 0.00 x 106 Energy Cost Index =
Total Other x ____  x 106 Total Energy Cost/yr  $2.85 $/s.f. yr
Total Site BTU's/yr 2,180.63 x 106 Total Area (sq.ft.)

Floor area: 22,887 s.f.

All E
lec

tric
 Fa

cil
ity

 
 

OWNER: City of Tomball BUILDING: Public Works

ELECTRIC   NAT'L GAS / FUEL
DEMAND TOTAL of ALL

MONTH YEAR CONSUMPTION METERED CHARGED COST OF ELECTRICAL CONSUMPTION COSTS
KWH KW/KVA KW/KVA DEMAND COSTS ($) (MCF) ($)

All E
lec

tric
 Fac

ility

JANUARY 2010 43,392 105 105 $757 $4,510
FEBRUARY 2010 33,984 91 91 $643 $3,583
MARCH 2010 40,800 99 99 $713 $4,243
APRIL 2010 41,856 100 100 $723 $4,344
MAY 2009 45,792 96 96 $710 $4,679
JUNE 2009 49,824 96 96 $727 $5,041
JULY 2009 48,096 100 100 $740 $4,905
AUGUST 2009 53,088 108 108 $799 $5,392
SEPTEMBER 2009 54,720 107 107 $804 $5,538
OCTOBER 2009 47,040 86 86 $667 $4,736
NOVEMBER 2009 40,128 102 102 $715 $4,186
DECEMBER 2009 40,992 102 102 $727 $4,273
TOTAL 539,712 1,192 1,192 8,725 $55,430 0 $0

Energy Use Index =
Annual Total Energy Cost = $55,430 Per Year Total Site BTU's/yr 103,427 BTU/s.f.yr

Total Area (sq.ft.)
Total KWH x 0.003413 = 1,842.04 x 106  
Total MCF x 1.03 = 0.00 x 106 Energy Cost Index =
Total Other x ____  x 106 Total Energy Cost/yr  $3.11 $/s.f. yr
Total Site BTU's/yr 1,842.04 x 106 Total Area (sq.ft.)

Floor area: 17,810 s.f.

All E
lec

tric
 Fac

ility
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OWNER: City of Tomball BUILDING: Community Center

ELECTRIC   NAT'L GAS / FUEL
DEMAND TOTAL of ALL

MONTH YEAR CONSUMPTION METERED CHARGED COST OF ELECTRICAL CONSUMPTION COSTS
KWH KW/KVA KW/KVA DEMAND COSTS ($) (MCF) ($)

All E
lec

tric
 Fa

cil
ity

JANUARY 2010 13,960 60 60 $385 $1,584
FEBRUARY 2010 11,680 64 64 $398 $1,402
MARCH 2010 7,560 56 56 $350 $1,002
APRIL 2010 6,200 60 60 $369 $906
MAY 2009 9,080 52 52 $323 $1,105
JUNE 2009 12,280 68 68 $409 $1,465
JULY 2009 13,280 76 76 $451 $1,592
AUGUST 2009 12,840 68 68 $410 $1,514
SEPTEMBER 2009 11,080 68 68 $402 $1,360
OCTOBER 2009 9,840 80 80 $459 $1,310
NOVEMBER 2009 5,440 60 60 $362 $832
DECEMBER 2009 9,320 60 60 $373 $1,179
TOTAL 122,560 772 772 4,691 $15,252 0 $0

Energy Use Index =
Annual Total Energy Cost = $15,252 Per Year Total Site BTU's/yr 47,882 BTU/s.f.yr

Total Area (sq.ft.)
Total KWH x 0.003413 = 418.30 x 106  
Total MCF x 1.03 = 0.00 x 106 Energy Cost Index =
Total Other x ____  x 106 Total Energy Cost/yr  $1.75 $/s.f. yr
Total Site BTU's/yr 418.30 x 106 Total Area (sq.ft.)

Floor area: 8,736 s.f.

All E
lec

tric
 Fa

cil
ity

 
 

OWNER: City of Tomball BUILDING: Fire Station #1

ELECTRIC   NAT'L GAS / FUEL
DEMAND TOTAL of ALL

MONTH YEAR CONSUMPTION METERED CHARGED COST OF ELECTRICAL CONSUMPTION COSTS
KWH KW/KVA KW/KVA DEMAND COSTS ($) (MCF) ($)

All E
lec

tric
 Fac

ility

JANUARY 2010 11,680 60 60 $368 $1,378
FEBRUARY 2010 8,000 60 60 $359 $1,051
MARCH 2010 8,240 48 48 $300 $1,012
APRIL 2010 10,080 48 48 $289 $1,161
MAY 2009 12,800 40 40 $263 $1,371
JUNE 2009 16,360 60 60 $368 $1,781
JULY 2009 16,360 60 60 $368 $1,781
AUGUST 2009 17,720 56 56 $351 $1,880
SEPTEMBER 2009 14,120 40 40 $293 $1,515
OCTOBER 2009 13,200 60 60 $366 $1,508
NOVEMBER 2009 10,200 60 60 $358 $1,240
DECEMBER 2009 10,880 60 60 $364 $1,305
TOTAL 149,640 652 652 4,047 $16,983 0 $0

Energy Use Index =
Annual Total Energy Cost = $16,983 Per Year Total Site BTU's/yr 40,989 BTU/s.f.yr

Total Area (sq.ft.)
Total KWH x 0.003413 = 510.72 x 106  
Total MCF x 1.03 = 0.00 x 106 Energy Cost Index =
Total Other x ____  x 106 Total Energy Cost/yr  $1.36 $/s.f. yr
Total Site BTU's/yr 510.72 x 106 Total Area (sq.ft.)

Floor area: 12,460 s.f.

All E
lec

tric
 Fac

ility
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OWNER: City of Tomball BUILDING: Fire Station #2

ELECTRIC   NAT'L GAS / FUEL
DEMAND TOTAL of ALL

MONTH YEAR CONSUMPTION METERED CHARGED COST OF ELECTRICAL CONSUMPTION COSTS
KWH KW/KVA KW/KVA DEMAND COSTS ($) (MCF) ($)

All E
lec

tric
 Fa

cil
ity

JANUARY 2010 8,520 33 33 $223 $960
FEBRUARY 2010 8,160 33 33 $221 $927
MARCH 2010 8,000 33 33 $221 $913
APRIL 2010 7,680 33 33 $219 $884
MAY 2010 9,840 33 33 $228 $1,142
JUNE 2009 12,200 32 32 $226 $1,282
JULY 2009 12,440 32 32 $230 $1,306
AUGUST 2009 12,720 33 33 $236 $1,336
SEPTEMBER 2009 12,280 33 33 $236 $1,298
OCTOBER 2009 8,800 33 33 $222 $983
NOVEMBER 2009 7,120 33 33 $214 $830
DECEMBER 2009 9,120 33 33 $224 $1,013
TOTAL 116,880 394 394 $2,700 $12,874 0 $0

Energy Use Index =
Annual Total Energy Cost = $12,874 Per Year Total Site BTU's/yr 50,266 BTU/s.f.yr

Total Area (sq.ft.)
Total KWH x 0.003413 = 398.91 x 106  
Total MCF x 1.03 = 0.00 x 106 Energy Cost Index =
Total Other x ____  x 106 Total Energy Cost/yr  $1.62 $/s.f. yr
Total Site BTU's/yr 398.91 x 106 Total Area (sq.ft.)

Floor area: 7,936 s.f.

All E
lec

tric
 Fa

cil
ity
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4.0 RATE SCHEDULE ANALYSIS 

A. ELECTRICITY PROVIDER 
For: City of Tomball  

RETAIL ELECTRIC PROVIDER: TXU Energy 

Contract price: $0.0854344 per kWh  

TRANSMISSION AND DISTRIBUTION UTILITY: Centerpoint Energy 

Electric Rate: Secondary Service > 10 kVA 

I. TRANSMISSION AND DISTRIBUTION CHARGES: 
Customer Charge     = $5.27 per meter  
Metering Charge     = $116.89 per IDR meter 
Transmission System Charge   = $1.4709 per 4CP kW 
Distribution System Charge   = $3.118137 per Billing kVA 
 

II. SYSTEM BENEFIT FUND    = $0.000657 per kVA 
 

III. TRANSITION CHARGES 
Transition Charge 1    = $0.621/kW 
Transition Charge 2    = $1.181063/kW 
Transition Charge 3    = $0.148887/kW 
 

IV. NUCLEAR DECOMMISSIONING CHARGE  = $0.008909 per Billing kVA 
V. TRANSMISSION COST RECOVERY FACTOR  = $0.420902/NCP kVA 
VI. COMPETITIVE METERING CREDIT   = - $15.69/month 
VII. RIDER UCOS Retail Credit    = -$ 0.016314 per 4CP 
VIII. ADVANCED METERING SYSTEM SURCHARGE  = $ 3.16/month 
IX. Accumulated Deferred Federal Income Tax Credit = $ 0.061131 / kVA 
X. GROSS RECEIPTS TAX     = As per incorporation rules. 
 
Average Savings for consumption = $0. 0854344/kWh + $0.000657/kWh = $0.0860914/kWh 
Average Savings for demand = $1.4709 + $3.118137 + $0.621 + $1.181063 + $0.148887 + $0.008909 + 
$0.420902 - $0.016314 + $0.061131 = $7.01/kVA** 

** This number is a generalization of average cost per kW because the rate schedule from Centerpoint 
utilizes three (3) different types of demand for the calculation of the utility bill: 

1.  NCP kVA: Peak demand during 15 minute interval of current billing cycle 
2. 4CP kVA: Average demands of June, July, August and September of previous calendar year; 

usually only applied to IDR metered accounts 
3. Billing kVA: Ratchet demand representing higher of two calculations: 80% of peak demand 

in last 11 months or current NCP kVA 
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5.0 CAMPUS DESCRIPTIONS 
The City of Tomball, located in Harris County Texas, operates the following facilities that were 
assessed for this Report: City Hall, Public Works Building 
(Public Works), Community Center, Fire Station #1, and 
Fire Station #2.  The population of the city is 
approximately 16,000 persons. 

A. CITY HALL 
The City Hall building, located at 401 Market Street, is 
constructed of brick over CMU load-bearing walls under 
a low-slope BUR roofing membrane and on a concrete 
slab-on-grade.  The building contains 10,887 square feet 
of floor area, according to information provided by Mr. 
Kauffman, Director of Public Works.  

The building generally operates during normal business hours with the exception of the 
Courtroom with typically operates on the 1st and 3rd Monday of each month for approximately 
2.5 hours and again on every Tuesday and Thursday for approximately 6 hours. 

The Police Station is attached to the south side of the City Hall building.  Like most Police 
Stations, the building is operational or on-call 24-hours each day.  Based on a rough estimation 
using aerial photos, the Police Station totals approximately 12,000 square feet of floor area, for 
a total at the City Hall of approximately 22,887 SF. 

HVAC & Control System Description: 
City Hall is heated and cooled by package rooftop-mounted (RTUs) HVAC units utilizing electric 
DX cooling.  A 10-ton unit serves the Courtroom and is controlled by a conventional thermostat.  
The RTUs serving the Police Station were reported to be less than 10 years old; two of the units 
are reportedly planned for replacement with a grant. 
 
Due to the age of the air conditioners, there is not an immediate need for replacement.  
However, when the units begin to exceed 15 years and approach 20 years of age, we 
recommend that replacement be planned because typically planned replacements are less 
costly than emergency repairs or replacements.  Replacement should be with units that are as 
efficient as economically feasible.  
 
Lighting System Description: 
The Courtroom uses 20 four-foot, four-lamp, T12 fixtures.  These could be replaced with four-
foot, three-lamp, T8 fixtures.  Even without reducing the per-fixture lamp count, the new T8 
components produce approximately 18% more light while consuming about 20% less energy.   
 
 
The remainder of the City Hall and Police Station building have approximately 250 T12 fixtures 
that could be replaced with new T8 fixtures.  Localized areas with recessed-can fixtures using 

 

Figure 1: City Hall exterior 
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incandescent bulbs should be replaced with compact fluorescent (CFL) bulbs, which can 
produce the same amount of light at less energy and heat output. 
 
The T12 lamps and magnetic ballasts will no longer be 
manufactured after 2010 and in combination with the 
energy saving opportunities available, we recommend 
retrofitting T12 system fixtures with T8 lamps and 
electronic ballasts.  Also, incandescent bulbs should be 
replaced with CFL bulbs where possible. 
 
The LCD television in the Courtroom was observed to 
be on (an illuminated gray color) when the overhead 
lights were turned off.  Large LCD televisions use 
upwards of 100 watts when illuminated.  Left on for 24-
hours a day, this could cost near $90 per year.  Televisions also use power when in the off 
position so that they can restart faster.  We recommend that the LCD television be turned off at 
the power source (such as a switchable power strip) when not in use.  
 
Exit signs were observed to be incandescent type fixtures.  We recommend that non illuminated 
or damaged exit fixtures be replaced with new LED or LEC units. 
 
Building Envelope System Description: 
Gaps were observed in the exterior wall of the mechanical room where refrigerant sleeves 
allow piping to enter the building.  We recommend that gaps between conditioned spaces and 
unconditioned spaces (interior and exterior) be sealed with a spray foam sealant. 
 
During the cooler months, it was reported that large amounts of cold air enter the front lobby 
each time the doors are opened due to the prevailing winds.  This affects both the comfort of 
the occupants and the load on the heating system.  Consideration should be given to installing a 
vestibule, similar to a mug room, to provide a barrier to 
the wind and cold. 
 

B. PUBLIC WORKS 
The Public Works building is a metal framed structure 
with a brick façade and a mixture of concrete masonry 
unit (CMU) and drywall interior walls under a low-slope 
modified-bitumen roof with a metal deck.  Windows 
were typically double-pane with mill-finished aluminum 
frames, protected by exterior awnings and with 
decorative interior light shelves that reflect natural light 

 

Figure 3: Public Works building. 

 

Figure 2: City Hall Courtroom lighting 
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deeper into the space.  The one-story building contains approximately 17,810 square feet of 
conditioned floor area, according to information provided by Mr. Kauffman, Director of Public 
Works.  It was reported by on-site maintenance staff to be 5-years old. 

HVAC & Control System Description: 
The building is cooled by a York air-cooled, cold-water 
loop system controlled by an energy management 
system (EMS) and two variable frequency drive (VFD) 
pumps.  Heat is provided by 14 electric Fan Powered 
Boxes (FPB) located above the ceiling throughout the 
facility.  Distribution is by ducted supply and a plenum 
return located above the suspended ceiling that are 
connected to air handling units (AHU) located in interior 
mechanical rooms.  Outside air is provided to the 
building by outside air handling units (OAHU) located in 
the same mechanical rooms as the AHUs.  The AHUs 
and OAHUs are also controlled by VFDs. 
 
During the site visit, it was observed that the VFDs at the chiller AHU room were set in “Bypass” 
mode which causes the VFDs to run at a higher frequency than required (more energy).  Upon 
noticing this condition, the VFDs were returned to normal operation, but in the future this 
should be checked periodically.  
 
Staff reports that there were some discomfort issues at the AHU near the chiller.  We 
recommend that the City check the EMS system to make sure that the outside air (OA) and 
return air (RA) dampers are being controlled correctly.  It is possible that the EMS is incorrectly 
operating the OA and RA dampers opposite of what is required. 
 
Lighting System Description: 
The building uses T8 fluorescent tube fixtures, some of which are on occupancy sensors.  CFL 
lamps were observed at recessed can accent lights.  Wall-mounted metal halide fixtures are 
located in the main lobby area.   
 
A typical office with T8 ceiling fixtures emitted 120 foot-
candles of light at the center of the space at desk level 
during our site visit.  The Illumination Engineering 
Society of North America (IESNA) recommends 50 fc for 
typical offices and 100 fc for “working spaces where 
visual tasks of both low contrast and small size are 
performed, such as Accounting or Drafting Areas.”   It 
may be possible to remove some lamps from offices 
that do not require 120 fc of light.  Similar high numbers 
were also recorded in the corridors.  We recommend 

 

Figure 4: York chiller. 

 

Figure 5: Typical office corridor at the Public 
Works Building. 
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removing one lamp from each fixture in the corridors.  Removing one lamp will leave the 
fixtures with 2 lamps instead of 3 and will likely still provide enough light (removal of 
approximately 35 lamps). 
 
The file room at the center of the building is a pass-through and receives periodic foot traffic, 
but it may benefit from the installation of occupancy sensors that will sense movement in the 
space and quickly turn the lights on.  Since this room is not permanently occupied by a staff 
person, this will allow the lights in this large room to be turned off when not in use.  If some 
light is still required, a constant-on fixture in the center of the room could work in conjunction 
with the occupancy sensor(s).   
 
The four wall-mounted metal halide (MH) fixtures at the front lobby area are the only artificial 
lights for the space, but the space is also equipped with a large glass curtainwall that lets in 
natural light.  These MH fixtures are currently wired to a switch that also controls some other 
fluorescent fixtures in adjacent corridors.  We recommend re-wiring the MH lamps to their own 
circuit and installing a photocell lamp to control when they operate. 
 
Special Equipment Description: 
Vending machines act as a large refrigerator, but the items being cooled are typically not 
perishable items.  Therefore, unless snack items will be served 24 hours a day, turning the 
vending machine off when not in use for long stretches of time will save on electricity costs and 
reduce the heat load in the space caused when the machine is running.  We recommend 
installing a vending miser at the vending machines to regulate their operating hours to match 
that of the building occupants (ie: turn off at night or on hours when no activities are planned). 
 

C. COMMUNITY CENTER 
The Community Center is a brick and CMU building with 
sloped metal and asphalt shingle roofing.  It has been 
renovated and additions have been made in the past, 
but the oldest part of the building was reportedly 
constructed in 1894.  It reportedly contains 
approximately 8,736 square feet, according information 
provided by Mr. Kauffman. 

HVAC & Control System Description: 
The building is heated and cooled by eight split-systems 
utilizing electric DX cooling with pad-mounted condensing units.  The units were manufactured 
from 1995 (20.5-tons) through 2010, for a total of approximately 41.5 total nominal tons of 
cooling for the facility.  Immediate replacement is not recommended for any of the units if the 
budget does not allow.  The condensing units manufactured in 1995 are 15 years old and have 
served the useful life expectancy for a split system of 15 years.  We recommend the City 
consider replacing these units with new energy-efficient models in the next 1-2 years.  Budgeted 

 

Figure 6: Community Center exterior 
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replacement of an old inefficient unit is less expensive than the emergency replacement costs 
for a unit that has failed. 
 
The air conditioning systems are currently controlled by non-programmable thermostats.  The 
temperature is reportedly changed often by users of the facility, then not set back when the 
building is unoccupied.  We recommend that new 7-day programmable thermostats with lock-
out programming be installed.  The new thermostats can be programmed to the building 
occupancy schedule and locked-out to prevent tampering.   
 
Lighting System Description: 
The building uses a mixture of different types of fluorescent T12 fixtures, 68 2-lamp U-lamps, 3- 
4-lamp fixtures, 20 3-lamp fixtures, and 8 2-lamp fixtures.  The T12 lamps and magnetic ballasts 
will no longer be manufactured after 2010 and the newer T8 components produce 
approximately 18% more light while consuming about 20% less energy.  The large multipurpose 
room has 49 of the 2-lamp U-lamps that can be converted to more efficient 4-lamp high-bay T8 
fixtures.  We recommend retrofitting T12 system fixtures with T8 lamps and electronic ballasts.   
 
Four incandescent exit signs were observed.  We recommend that incandescent exit fixtures be 
replaced with new LED or LEC units. 
 

D. FIRE STATION #1 
Fire Station Number 1 is a pre-engineered metal building with metal panel exterior walls at the 
bay areas and CMU exterior walls at the office and living areas.  The sloped metal roofing has 
vinyl-faced batt insulation underneath the deck and the building sits on a concrete slab-on-
grade.  The building contains approximately 12,460 square feet, according to information 
provided by Mr. Kauffman.  Due to fire department activities, the building is operated 24-hours 
a day.   

HVAC & Control System Description: 
The office and residential areas of the Station are cooled by three split-systems utilizing electric 
DX cooling and ranging in age from 1 to 14 years.  The air handling units (AHUs) are located in a 
mezzanine space above the offices.  The systems are reportedly equipped with a device that 
limits the cold air setting to 70° F, which prevents setting the thermostat to a temperature that 
is inefficient.  The units total to approximately 17.5 tons of nominal cooling capacity.  Due to 
the age of the air conditioners, there is not an immediate need for replacement.  However, 
when the units begin to exceed 15 years and approach 20 years of age, we recommend that 
replacement be planned because typically planned replacements are less costly than 
emergency repairs or replacements.  Replacement should be with units that are as efficient as 
economically feasible. 
 
At the exterior of the building near the condensing unit, some of the refrigerant line insulation 
(pipe foam) was notably damaged or missing.  The damage to the insulation allows the 
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refrigerant to absorb heat from the ambient air and limits its ability to absorb heat from the 
interior space as intended.  We recommend that new refrigerant line insulation be installed. 
 
Natural gas-fired ceiling-mounted unit heaters are provided for heating in the garage area. 
 
Lighting System Description: 
The building uses ceiling-mounted T12 fluorescent strip fixtures in the office and residential 
areas and a combination of T12 fluorescent strip fixtures and hi-bay metal halide fixtures in the 
garage areas.  Keep in mind that T12 lamps and magnetic ballasts will no longer be 
manufactured after 2010 and greater energy saving 
opportunities are available with T8 or T5 fixtures.  There 
are 28 2-lamp T12 fixtures in the garage that can be 
replaced with approximately 16 to 20 of the more 
efficient 4-lamp T5HO (High Output) fixtures.  The 
interior of the building has approximately 45 of the 4-
foot, 4-lamp T12 fixtures that can be replaced with 2-
lamp T8 fixtures.  Also inside are six, 2-foot T12 U-lamps 
that can be replaced with 2-foot, 2-lamp T8’s.   
 
Approximately 10 HID exterior wall-pack fixtures are 
provided at the Station for nighttime security.  They are 
currently on a timer.  Because of the fluctuations in daylight times, we recommend connecting 
the lights to photocells so that they operate only when needed.  This will reduce the labor-hours 
required to manually change the timer clock’s settings with the constantly changing sunrise and 
sunset. 
 

E. FIRE STATION #2 
Fire Station Number 2 is also a pre-engineered metal building with metal panel exterior walls at 
the garage bay areas and CMU exterior walls at the office and living areas; under standing-seam 
metal roofing.  The building contains approximately 7,936 square feet, according to information 
provided by Mr. Kauffman.  Due to fire department activities, the building is operated 24-hours 
a day.  

HVAC & Control System Description: 
The office and residential areas of the Station are cooled by two 10-ton split-systems utilizing 
electric DX cooling.  The systems are reportedly equipped with a device that limits the cold air 
setting to 70° F, which prevents setting the thermostat to a temperature that is inefficient.  Due 
to the age of the air conditioners, there is not an immediate need for replacement.  However, 
when the units begin to exceed 15 years and approach 20 years of age, we recommend that 
replacement be planned because typically planned replacements are less costly than 
emergency repairs or replacements.  Replacement should be with units that are as efficient as 
economically feasible.  Damage to the coils of the condensing units was observed, apparently a 

 

Figure 7: Garage area of Fire Station #1. 
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cause of weed trimming activities.  For coil and efficiency preservation, we recommend the 
installation of coil guards. 
 
Lighting System Description: 
Office and residential areas of the building are equipped with efficient T8 fixtures.  It appears 
that the fixtures were replaced “one-to-one” with the original T12 fixtures.  The T8 fixtures are 
inherently brighter than the T12 fixtures and therefore, 
too much light may be provided to some of the spaces.  
We recommend “de-lamping” some of the 3-lamp T8 
fixtures in the hallways (approximately 9 fixtures) and 
also consider “de-lamping” some of the 2-lamp fixtures 
that are tightly arranged in the storage room 
(approximately 10 fixtures) to maintain appropriate 
light levels, but to reduce the unnecessary energy 
consumed in over-lighting. 
 
Eighteen metal halide fixtures were observed in the 
garage bays and were reported to be 400-watts each.  
These fixtures are relatively efficient, but their long re-strike issue discourages personnel from 
turning them off during periods of inactivity because they do not want to wait the 5-10 minutes 
required to re-start the fixtures when light is needed.  Therefore, some of the fixtures may 
operate 24 hours per day.  We recommend the City consider renovating the fixtures with new 
T5HO or T8 fluorescent high bay fixtures.  These fixtures do offer energy reductions from 
comparable metal halide fixtures, but more importantly, they do not have the re-strike issue 
inherent to metal halides and therefore may be turned off during inactive times of the day.  
 

 

  

 

Figure 8: Garage area of Fire Station #2. 
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6.0 RECOMMENDATIONS 

A. MAINTENANCE AND OPERATIONS PROCEDURES 
 

 

Maintenance and Operation procedures (M&O) are strategies that can offer significant energy 
savings potential, yet require little or no capital investment by the City to implement.  Exact 
paybacks are at times difficult to calculate, but are typically less than one year.  The difficulties 
with payback calculations are often related to the fact that the investigation required to make 
the payback calculation, (for example measuring the air gap between exterior doors and 
missing or damaged weather-stripping so that exact air losses may be determined), is 
prohibitive when the benefits of renovating door and weather-stripping are well documented 
and universally accepted. 

 
HVAC M&O #1 – Public Works 
Although the VFDs were reported to be in Bypass mode due to a recent exercise with the power 
company, they should be checked periodically to verify that they are running as designed.  
Running at full 60 Hz while in Bypass mode instead of at 24 Hz after normal operation was 
resumed consumes large amounts of excess energy. 
 
HVAC M&O #2 – Public Works 
The outside air and return air dampers were reported to be operating opposite of what should 
be expected. 
 

•Ensure that VFD's are not in Bypass mode.
•Check the EMS system to verify correct controls at OA and 
RA dampers. 
•Replace damaged and missing refrigerant line insulation.
•Install coil guards to protect coils from damage.

HVAC

• Turn off LCD television at power source when not in 
use.

• De-lamp T8 fixtures that are providing too much light.
Lighting

•Seal exterior wall gaps and penetrations with sealant.Building Envelope
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HVAC M&O #3 – Fire Station #1 
Damaged refrigerant line insulation exposes the refrigerant line to the outside air, allowing it to 
absorb heat that reduces the efficiency of the system. 
 
HVAC M&O #4 – Fire Station #2 
Condensing units with damage to just 10% of the coil fins can lose as much as 30% of their 
operational efficiency as the units lose their ability to dissipate heat to the atmosphere.  
Installing coil guards can prevent further damage by such items as hail and landscaping 
equipment. 
 
Lighting System M&O #1 – City Hall 
Most appliances use energy, even when in the off position.  The LCD television in the courtroom 
appeared to even be in the on position with an illuminated gray screen.  We recommend that 
the LCD television (and other appliances, where possible) be turned off at the power source but 
the use of such items as a switchable power strip. 
 
Lighting System M&O #2 – Public Works 
Currently, the corridors have approximately 35, 3-lamp T8 fluorescent fixtures.  We recommend 
removing the center lamp from each of these fixtures for estimated energy savings of 
approximately $300 per year assuming the lamps are used 11 hours a day and 5 days a week. 
 
Lighting System M&O #2 – Fire Station #2 
There are approximately 19, 3-lamp and 2-lamp T8 fluorescent fixtures in the hallways and 
storage room (combined).  We recommend removing the center lamp from each of these 
fixtures for estimated energy savings of approximately $400 per year assuming the lamps are 
used 18 hours a day and 7 days a week. 
 
Envelope M&O #1 
Sealing and insulating gaps in the exterior walls between conditioned and unconditioned spaces 
will allow the air conditioners to cool the space quicker, saving on energy costs and equipment 
run-time.  
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B. CAPITAL EXPENSE PROJECTS 

  

 
HVAC ECRM #1 –Community Center 
Installing 7-day programmable thermostats will provide added comfort and savings for the 
facility.   
  Estimated Installed Cost  = $   400 
  Estimated Energy Cost Savings = $   400 
  Simple Payback Period  = 1 year 

HVAC ECRM #2 – Community Center 
There two units beyond 15 years that have exceeded their typical expected useful life.  These 
units total approximately 20.5 tons of nominal cooling capacity.  If replaced this year, the 
project budget would likely be the following: 

Estimated Installed Cost  = $   46,000 
  Estimated Energy Cost Savings = $   5,750 
  Simple Payback Period  = 8 years  

Lighting ECRM #1 – City Hall 
There are approximately 250 T12 fixtures that we recommend be retrofitted with T8 lamps and 
electronic ballasts.  The new components produce approximately 18% more light while 
consuming about 20% less energy.  If the fixtures are replaced with T8 ballasts and bulbs, the 
energy savings could be the following: 

Estimated Installed Cost  = $   12,500 
  Estimated Energy Cost Savings = $   2,500 
  Simple Payback Period  = 5 years 

•Replace conventional thermostats with 
programmable thermostats.
•Consider planned replacement of older air 
conditioning systems with new, more energy efficient 
models.

HVAC

•Retrofit older T12 fixtures with T8 fixtures.
•Replace incandescent bulbs with CFL bulbs.
•Replace incandescent Exit signs with LED Exit signs.
•Consider the installation of occupancy sensor 
switches.
•Re-wire metal-halide lamps and install photocells.
•Install T5 high output fixtures in the fire station 
garage bays.

Lighting

•Consider the installation of a vestibule at the front 
City Hall entrance.Building Envelope
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Lighting ECRM #1 – Community Center 
The facility has approximately 50 T12 fixtures in the multipurpose room that we recommend be 
retrofitted with T8 lamps and electronic ballasts.  The new components produce approximately 
18% more light while consuming about 20% less energy.  If the fixtures are replaced with T8 
ballasts and bulbs, the energy savings could be the following: 

Estimated Installed Cost  = $   2,500 
  Estimated Energy Cost Savings = $   500 
  Simple Payback Period  = 5 years 

Lighting ECRM #1 – Fire Station #1 
The facility has approximately 50 T12 fixtures that we recommend be retrofitted with T8 lamps 
and electronic ballasts.  Assuming use 18 hours a day and 7 days a week: 

Estimated Installed Cost  = $   2,500 
  Estimated Energy Cost Savings = $   1,000 
  Simple Payback Period  = 2.5 years 

Lighting ECRM #2 – City Hall & Community Center 
The facilities have approximately 6 conventional incandescent Exit signs that we recommend be 
replaced with LED Exit signs.   

Estimated Installed Cost  = $   180 
  Estimated Energy Cost Savings = $   360 
  Simple Payback Period  = 6 months 

Lighting ECRM #3 – Public Works 
Installing two occupancy sensors (at each end of the file room) will provide energy savings, 
based on typically 11 hours of use 5 days per week, down to 2 hours of use 5 days per week. 

Estimated Installed Cost  = $   400 
  Estimated Energy Cost Savings = $   160 
  Simple Payback Period  = 2.5 years 

Lighting ECRM #4 – Public Works 
Having the metal halide lamps (estimated 250 watts each) on during the day when natural light 
consumes the space is unnecessary.  However, the switch is wired to other necessary lights so 
the lights are kept on so other spaces can be lit.  We recommend converting the metal halide 
lamps to their own switch and installing a photocell so if the lights are left on, they won’t 
operate when sufficient daylight is present. 

Estimated Installed Cost  = $   300 
  Estimated Energy Cost Savings = $   300 
  Simple Payback Period  = 1 year 
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Lighting ECRM #5 – Fire Station #1 
In the garage bays, replace 28 2-lamp T12 fixtures (218.5 watts each) with 16 4-lamp T5HO 
fixtures (194.4 watts each).  Assuming operation at 18 hours a day and 7 days a week: 

  Estimated Installed Cost  = $   1,600 
  Estimated Energy Cost Savings = $   1,600 
  Simple Payback Period  = 1 year 

Lighting ECRM #5 – Fire Station #2 
There are 18, 400-watt metal halide fixtures in the garage bay.  We recommend replacing these 
lights with new 4-lamp T5HO high bay fixtures.  These fixtures will allow the lights to be turned 
off during inactive periods of the day.  Assuming operation at 18 hours a day and 7 days a week 
for the old fixtures and 12 hours a day for the new fixtures: 

  Estimated Installed Cost  = $   2,500 
  Estimated Energy Cost Savings = $   3,000 
  Simple Payback Period  = Approximately 1 year 

 
 

C. SUMMARY TABLE 
 
If the CITY OF TOMBALL was to implement all recommended M&O and ECRM projects (where 
M&O costs do not have an installation cost), the summary payback would be: 

  Estimated Installed Cost  = $  68,380 
  Estimated Energy Cost Savings = $  16,270 
  Simple Payback Period  = 4.2 years 
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7.0  FINANCIAL EVALUATION 
 

Financing of these projects may be provided using a variety of methods as Bond Programs, 
municipal leases, or state financing programs like the SECO LoanSTAR Program.   

If the project was financed with in-house funds, the internal rate of return for the investment 
would be as follows: 

Proposal: Perform recommended ECRMs
Assumptions:
1.  Equipment will last at least 15 years prior to next renovation
2.  No maintenance expenses for first five years (warranty period)
3.  $500 maintenance expense next 5 years
4.  $1000 maintenance expense last 5 years
5.  Savings decreases 2% per year after year 5

Cash Flow Project Cost Project Savings Maintenance Expense Net Cash Flow
Time 0 ($68,380) 0 ($68,380)
Year 1 16,270$               0 $16,270
Year 2 16,270$               0 $16,270
Year 3 16,270$               0 $16,270
Year 4 16,270$               0 $16,270
Year 5 16,270$               0 $16,270
Year 6 15,945$               ($500) $15,445
Year 7 15,619$               ($500) $15,119
Year 8 15,294$               ($500) $14,794
Year 9 14,968$               ($500) $14,468

Year 10 14,643$               ($500) $14,143
Year 11 14,318$               ($1,000) $13,318
Year 12 13,992$               ($1,000) $12,992
Year 13 13,667$               ($1,000) $12,667
Year 14 13,341$               ($1,000) $12,341
Year 15 13,016$               ($1,000) $12,016

Internal Rate of Return 21.62%
 

More information regarding financial programs available to CITY OF TOMBALL can be found in: 

 
APPENDIX I:    SUMMARY OF FUNDING AND PROCUREMENT OPTIONS 
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8.0  GENERAL COMMENTS 
 

This report has been prepared for the exclusive use of our client for specific application to the project 
discussed and has been prepared in accordance with generally accepted engineering practices.  All 
estimations provided in this report were based upon information provided to ESA by the 
District and their respective utility providers.  While cost saving estimates have been provided, 
they are not intended to be considered a guarantee of cost savings.  No guarantees or warranties, 
either express or implied, are intended or made.   Changes in energy usage or utility pricing from 
those provided will impact the overall calculations of estimated savings and could result in 
different or longer payback periods. 
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SUMMARY OF FUNDING OPTIONS FOR CAPITAL EXPENDITURE PROJECTS 
Several options are available for funding retrofit measures which require capital expenditures. 

LoanSTAR Program: 
The Texas LoanSTAR program is administered by the State Energy Conservation Office (SECO).  
It is a revolving loan program available to all public school districts in the state as well as other 
institutional facilities.  SECO loans money at 3% interest for the implementation of energy 
conservation measures which have a combined payback of eight years or less.  The amount of 
money available varies, depending upon repayment schedules of other facilities with 
outstanding loans, and legislative actions.  Check with Eddy Trevino of SECO (512-463-1876) for 
an up-to-date evaluation of prospects for obtaining a loan in the amounts desired.     

TASB (Texas Association Of School Boards) Capital Acquisition Program: 
TASB makes loans to school districts for acquiring personal property for “maintenance 
purposes”.  Energy conservation measures are eligible for these loans.  The smallest loan TASB 
will make is $100,000.  Financing is at 4.4% to 5.3%, depending upon length of the loan and the 
school district’s bond rating.  Loans are made over a three year, four year, seven year, or ten 
year period.  The application process involves filling out a one page application form, and 
submitting the school district’s most recent budget and audit.  Contact Cheryl Kepp at TASB 
(512-467-0222) for further information. 

Loans On Commercial Market: 
Local lending institutions are another source for the funding of desired energy conservation 
measures.  Interest rates obtainable may not be as attractive as that offered by the LoanSTAR 
or TASB programs, but advantages include “unlimited” funds available for loan, and local 
administration of the loan. 

Leasing Corporations: 
Leasing corporations have become increasingly interested in the energy efficiency market. The 
financing vehicle frequently used is the municipal lease.  Structured like a simple loan, a 
municipal leasing agreement is usually a lease-purchase agreement.  Ownership of the financed 
equipment passes to the district at the beginning of the lease, and the lessor retains a security 
interest in the purchase until the loan is paid off.  A typical lease covers the total cost of the 
equipment and may include installation costs.  At the end of the contract period a nominal 
amount, usually a dollar, is paid by the lessee for title to the equipment. 

Bond Issue: 
The may choose to have a bond election to provide funds for capital improvements.  Because of 
its political nature, this funding method is entirely dependent upon the mood of the voters, and 
may require more time and effort to acquire the funds than the other alternatives. 
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SUMMARY OF PROCUREMENT OPTIONS FOR CAPITAL EXPENDITURE PROJECTS 
State Purchasing: 
The General Services Commission has competitively bid contracts for numerous items which are 
available for direct purchase by school districts.  Contracts for this GSC service may be obtained 
from Sue Jager at (512) 475-2351. 

Design/Bid/Build (Competitive Bidding): 
Plans and specifications are prepared for specific projects and competitive bids are received 
from installation contractors.  This traditional approach provides the district with more control 
over each aspect of the project, and task items required by the contractors are presented in 
detail.   

Design/Build: 
These contracts are usually structured with the engineer and contractor combined under the 
same contract to the owner.  This type team approach was developed for fast-track projects, 
and to allow the contractor a position in the decision making process.  The disadvantage to the 
district is that the engineer is not totally independent and cannot be completely focused upon 
the interest of the district.  The district has less control over selection of equipment and quality 
control. 

Purchasing Standardization Method: 
This method will result in significant dollar savings if integrated into planned facility 
improvements.  For larger purchases which extend over a period of time, standardized 
purchasing can produce lower cost per item expense, and can reduce immediate up-front 
expenditures.  This approach includes traditional competitive bidding with pricing structured 
for present and future phased purchases. 

Performance Contracting: 
Through this arrangement, an energy service company (ESCO) using in-house or third party 
financing to implement comprehensive packages of energy saving retrofit projects.  Usually a 
turnkey service, this method includes an initial assessment of energy savings potential, design 
of the identified projects, purchase and installation of the equipment, and overall project 
management.  The ESCO guarantees that the cost savings generated will, at a minimum, cover 
the annual payment due over the term of the contract.  The laws governing Performance 
Contracting for school districts are detailed in the Texas Education Code, Subchapter Z, Section 
44.901.  Senate Bill SB 3035, passed by the seventy-fifth Texas Legislature, amends some of 
these conditions.  Performance Contracting is a highly competitive field, and interested districts 
may wish to contact Felix Lopez of State Energy Conservation Office, (SECO), at 512-463-1080 
for assistance in preparing requests for proposals or requests for qualifications. 
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APPENDIX II - ELECTRIC UTILITY RATE SCHEDULE 
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APPENDIX III - PRELIMINARY ENERGY ASSESSMENT SERVICE 
AGREEMENT 
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APPENDIX IV - TEXAS ENERGY MANAGERS ASSOCIATION (TEMA) 
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APPENDIX V - UTILITY CHARTS ON CD 
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